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 Construction Type:  V(111)

Number of stories: One Story

Building description:  The building is a one-story 

building with  four wings.  A-wing is 12,054 sq. ft. 

and houses 30 residents.  B-wing is 11,040 sq. ft. 

and houses 30 residents.  C-wing is 12,054 sq. ft. 

and houses 30 residents.  D-wing is the 

Administration Building. There are no resident 

rooms located in the administrative wing, 

however, it contains a physical therapy room, and 

beauty shop with customary access by residents.  

D-wing also contains the laundry, mechanical 

room, and kitchen.  D-wing was approved initially 

to have corridors smaller than 8 ft. in the 

enclosed administrative office area only, where 

no residents are allowed.  The separation rating 

at ceilings, corridors, and between resident rooms 

is one-hour.

Sprinkler Status:  The building is fully sprinklered 

and protected by NFPA #13 systems  supplied by 

Municipal water.

An unannounced Life Safety Code revisit to the 

standard survey conducted 09/14/16 was 

conducted on 10/25/16, in accordance with 42 

Code of Federal Regulation, Part 483:  

Requirements for Long Term Care Facilities.  The 

facility was surveyed for compliance using the 

LSC 2000 Health Existing regulations. The facility 

was in compliance with the Requirements for 

Participation Medicare and Medicaid.  Corrected 

deficiencies are identified on the CMS-2567B.
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